KeY NOTes — DETAIL T

@ REMOVE (E) FIRE SPRINKLER WATERFLOW SWITCH, VALVE POSITION SUPERVISORY SWITCH, RACEWAY
AND CIRCUITS TEMPORARILY INSTALLED FOR BUILDING 43.

INSTALL RACEWAY AND CIRCUITS AS SHOWN FOR THE FIRE ALARM DEVICES AND APPLIANCES FOR
BUILDING 45 AND BUILDING 43.
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